
OUTSIDE AIR
ENTHALPY 

SENSOR

MIXED AIR
TEMPERATURE 

SENSOR 46

PURPLE
PURPLE/BLACK

BLUE

GRAY
GRAY

GREEN

BLACK

YELLOW/BLACK
YELLOW/WHITE

ORANGE

ORANGE

ORANGE
ORANGEORANGE

ORANGE

BROWN

BROWN

BROWN/WHITE

BROWN/WHITE

BROWN

BROWN

RED

RED

RED/WHITE

RED/YELLOW

RED

RED/WHITE

JUMPER DISCONNECTED FOR 
BALANCED CLIMATE OPERATION.
SEE ECONOMIZER AND UNIT 
INSTALLATION INSTRUCTIONS.
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ECONOMIZER CONTROL PANEL

24V HOT INPUT
24V COMMON INPUT
COMPRESSOR OUTPUT

2ND STAGE COOLING INPUT

ECON OPEN OUTPUT

OCCUPIED SIGNAL INPUT
CLOSE DAMPER INPUT
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