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DIRECT PLUG-IN
INTO SIDE OF UNIT
CONTROL PANEL

2-STAGE AC
JUMPER MUST BE
DISCONNECTED,AND
PURPLE WIRE NEEDS
CONNECTED TO 2-STAGE
HARNESS WIRE,
(SEE FIGURE *)

SINGLE STAGE AC
JUMPER DISCONNECTED FOR 
BALANCED CLIMATE OPERATION.
SEE ECONOMIZER AND UNIT 
INSTALLATION INSTRUCTIONS.
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