230/208-60-1
Power Source

B

— i T
Line 1 i = k{ LSLS fiﬁlgdztlrg Line 2 i
J Ground T Blower Motor Terminal |
[o=====-= erminal !
I:(l—l J_ Block rﬂ
H Terminal R = 5
Block i
0Cl Start Kit Compressor Cg(r)nn[;;%?cs)?r
Compressor @ Dual Can ¢ 12 @
Contactor y—'\ Capacitor
—({D- C
\-L/ LOW AMBIENT
é_ CONTROL (OPT.)
A — — - - — — —
INDUCED DRAFT
INDUCED DRAFT
OUt&%%rFan BL%E.R ,_RELDAY BLOWER MOTOR
I 4 2 I
Compressor rankcase
Contactor Aux. 240 298 _ Use for 208V Operation Heater
Transformer — CoM
X
[&]
= 24vAC |l
£ r—F--—- B ittt e~
> | i FURNACE | K3
2| @ | Contro | (O
g | § L BOARD _ | SO.
= |
§ i KI Kl
® 6 OO ® ® @O ®
\4
g 5 7 {Of*j
@2 | | SEC. FLAME PRIM.
LIMIT ROLLOUT LIMIT PRESSURE
®RHM SWITCH
@‘—’ A HIGH PRESSURE E\
@__r \ o ®® COMPRESSOR
@ : LOW PRESSURE CONTACTOR
0 Ittt P T g q
T [FURNACE CONTROL BOARD) - ool [ o
! Ka ! CONTROL MODULE
i
L K2 _[DLCOOL __ HEATIUNUSED _________| L2[L2] 2] | HIGH SPEED
T v VvV SOLENOID
©
\_\ll/ N \IC\
16 Pin Plug for
15 1*1%18( J 2\( 13( 3 I( Indoor Blowegr] Motor IQPSJVSEE SERLAA:J
®
© |
Ladder Diagram
T
, AT
FaCtOI'y Optional i j SINCE
Hiah Volt ) Bard Mfg. Co.
Igh Voltag€ ————r— - — | | Wires Connect Bryan, Ohio
if Option Not '
Low Voltage S Used 4085-141




