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RECOMMENDED SWITCH SETTINGS SHOWN BELOW

QA, QH, QW SERIES CONNECTION DIAGRAM
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LIGHTING CONTROL CIRCUIT IS OPTIONAL AND FIELD
SUPPLIED. LIGHTING CONTROL RELAY REQUIRES
NORMALLY CLOSED CONTACTS AND MUST BE SIZED
ACCORDING TO CONTROLLED LOAD.
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