QH, QW SERIES HEAT PUMP CONNECTION DIAGRAM
FOR USE WITH "X" CLIMATE CONTROL OPTION

THERMOSTAT T8511G1070
BARD P/N 8403-042
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RECOMMENDED SWITCH SETTINGS SHOWN BELOW
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