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RECOMMENDED SWITCH SETTINGS SHOWN BELOW

QA SERIES AIR CONDITIONER CONNECTION DIAGRAM
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NEEDED WHEN 2 STAGE OF ELECTRIC HEAT ARE REQUIRED.
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TEMPERATURE SWITCHES

(SEE STEP 2, FUNCTION SWITCH
SETTINGS).
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THERMOSTAT T8524D1015
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IF OPTIONAL VENT PACKAGE IS
INSTALLED, THE "G" WIRE MUST

BE CONNECTED TO ASSURE
CONTINUOUS BLOWER DURING

OCCUPIED PERIODS WHEN VENT
SYSTEM IS "ON". THE "G" WIRE

MUST ALSO BE CONNECTED
FOR PRE-PURGE OPERATION

2


