
Block
Terminal

3

Comp.

L2T2

CNC

31

208240 COM

24VAC
R

Y2

W2

Y1

G

C

Heater Package Plug Indoor Blower Motor Plug (Low Voltage)

High Voltage

Relay

Contactor

Compressor

1

W1

Control

4

Fan
Motor

Low Pressure
Control

High Press.

Contactor

Control

Compressor

Defrost

Control (Opt.)

Control

Transformer

Dual Can Capacitor

Low Ambient

(High Voltage)

Compressor

Outdoor

Compressor
Low Ambient Control (Opt.)

Terminal Block

LPC

230/208-60-1

Terminal Block

230 Volt Package Unit

2

High Voltage

Ladder Diagram

Contactor

L1

Electric Heat Relay
5

Low Voltage

Points connected without low amb. opt.

Module

CY

R

HPC

LPC

Indoor Blower Motor Plug

CC

ALR

L2

F

C

H

E

Electric
Heat

F

T1L1

S C

R

14 132615 10 12 13
25 6 3 1

2 5431

High Voltage

Low Voltage

4109-104 A


