
Part #8403-067

CO2-OUT

24VAC

CO2 Controller
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FOR DEHUMIDIFICATION MODELS (EQUIPPED WITH FACTORY HOT GAS
REHEAT) CONNECT SIGNAL FOR HUMIDISTAT TO PURPLE-WHITE WIRE.

FOR ENERGY RECOVERY VENTILATOR WITH CO2 CONTROL,
DO NOT CONNECT "A" OCCUPANCY INPUT BETWEEN THERMOSTAT AND
LOW VOLTAGE TERMINAL STRIP. DO MAKE THIS CONNECTION WHEN
APPLYING A COMMERCIAL ROOM VENTILATOR WITH CO2 CONTROL.
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