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208/240-60-1 Line Power Per Nameplate
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Unit Single Circuit : Compressor
Model Breaker Size Breaker Size Capacitor
Number CKT. A CKT.B
148H1-A20 110A 60 A 60 A 30/370
14821-A20 110A 60A 60A 30/370 [g{/%/ %FEEAI% EATPEER?V-'?NFAFLlIE\;OX
: Wire ldentification numbers
I60H1-A20 | 120A 60A 60A 40/440 SEE LOW VOLTAGE WIRING SECTION %9 for Bard use oniy.
16021-A20 120A 60 A 60 A 40/440 IN INSTALLATION MANUAL. Factory | Field | Optional
FOR 208 VOLT OPERAT'ON, H|gh V0|tage _________ e
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