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! WARNING
USE COPPER CONDUCTORS

ONLY SUITABLE FOR AT LEAST
75° C.

*ELECTRICAL SHOCK HAZARD
*DISCONNECT POWER BEFORE
 SERVICING.
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2 THIS WIRE IS TAPED-OFF IN 
LOW VOLTAGE TERMINAL BOX.
SEE LOW VOLTAGE WIRING SECTION
IN INSTALLATION MANUAL.
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Unit
Model

Number

Unit
Model

Number

CLASS CC
Stepdown
Transformer
Fuse

I30H1-C06 I30H1-C09 5A
I36H1-C06 I36H1-C09 7A
I42H1-C06 I42H1-C09 7A
I48H1-C06 I48H1-C09 7A
I60H1-C06 I60H1-C09 10A

460-60-3 Line Power Per Nameplate

Bard Mfg. Co.
Bryan, Ohio
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