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Bryan, Ohio

Wire Identification numbers
for Bard use only.99

Bard Mfg. Co.

4203-301

Field

Low Voltage

High Voltage
OptionalFactory

! WARNING
USE COPPER CONDUCTORS

ONLY SUITABLE FOR AT LEAST
75° C.

*ELECTRICAL SHOCK HAZARD
*DISCONNECT POWER BEFORE
 SERVICING.

DANGER!
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ELEC. HEAT STRIP

Unit
Model

Number

Unit
Model

Number

CLASS CC
Stepdown
Transformer
Fuse

I30H1-C06 I30H1-C09 5A
I36H1-C06 I36H1-C09 7A
I42H1-C06 I42H1-C09 7A
I48H1-C06 I48H1-C09 7A
I60H1-C06 I60H1-C09 10A

460-60-3 Line Power Per Nameplate
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