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//\ DANGER

*ELECTRICAL SHOCK HAZARD
*DISCONNECT POWER BEFORE
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208 VOLT TRANSFORMER TAP

Wire Identification numbers
for Bard use only.

Factory

Field

Optional

ELLOW YELLOW:
(D)
BLAC [ BROWN
RED
BLACKIWHITE
RED/WHITE
ORANGE:
. - CLASS CC CLASS CC
MUor(‘theI Ml{)r(ljltel Stepdown Stepdown
Number Number Transformer Transformer
e _senolen | /) TSMESISRO Y,
13621CC06| 13621CCO9 1A oA SEE LOW VOLTAGE WIRING SECTION
[4871CC06| 148Z1CCQ9 7A BA IN INSTALLATION MANUAL.
160Z1CC06| 16021CC09 10A 7A FOR 208 VOLT OPERATION,
MOVE THIS RED WIRE TO

High Voltage

Low Voltage

- 4203-304 A




