p \ r— | CONDENSER SECTION |——————
230/208-60-1 :
PER NAMEPLATE '
® ) ] o -
|
5l : 5 : iz |
o
@ 5 5 o A OUTSIDE g$ ~Em
Fm————————————— e [ Ay N - SRR F - S —— 32— — H F——— Q& !
o G w TS S o CONTROL PANEL < !
| 5 3 ez T § 3 | i |
o ]
| : 3 3 3 4 3 ‘ N :
! EEV & @ @ o T 2 ; N ’/4\ 3 i i
> ] |
| o [ : " Pl ) .
! Z Vil . ® g 11 COMPRESSOR !
S o2 2 (. SI)BLACK - -
: 4-20ma =55 » : = [ ! T <&
. g u £° 8 )€ D| 5 | 30 CONTACTOR : 1
: T = 1% : ™ = | : !
| < 9 T Y i ! |
| X < | : J |
| g 2 - 5 = g B | | |
i @ - W ® =& 5 x i {47YRED — !
I a S I
' L Y z \L & S ' '
] ——- : 3 | |
T T T Tttt T T T T T T T T T T T T T T x __x_L]_(Zj ___________________ [ <A = & - | ]
el N A el 5 l
T @™ @™ @=o 2 ¥ 50)BLACK | H— -
| | | | h ! Crankcase Heater
MNHD_C»OO_%DI\@U)#MNH D'\iw'ﬂﬁ'mif\l‘—' ! i 1 o
+
S>Z| | S [Z|m|mo|m|m|m Zo|nmmn|05 HEE: !
(@) + O (©) g5 :
RED , %
|
a1 a1 LI
|
O BLACK -
r——————- - pLACK- - z@
(!
- G X & — ! LOW AMBIENT
5| o PROGRAMMABLE | [l | GO 9 & ! CONTRO (0PT)
s LoGIC AR - S ¥ .
| | Y ] o =
o] W GO 2 z z B 5
CONTROL il E | GND[ T = TERMINAL | !
B U g o |
& < of RTxH ] > BLOCK (12)
| | o T @ —BLACK
% L ] Vierm|—Y ! o w E E a l
T I I E
% | GND[{ wHe@)—{1] | £ A i BROWN————
2 2| RX/Tx+ |Al = S5 - 58S S 9 I |
z % RyTx- Q< Z <3 3 = | OUTDOOR}
e XX x @ a mm @ e é Y | A7 N
Y USED TO 2 RXCI;T,\iE E:]:] BLACKH (2] @@ @ @@@ @ % c YELLOW MOTOR
[0 ~[ [~ ol _1]BE €2 [omlod 3 @ 3
OO\, o512 oloOs  |©looa 3 RuTx- [ Sy i =
o< = ! Red (50 Hz only)
= O ! ;
S S S8 ®8 3Sag T Dual Can | (Low) Black (High)
QE o g = EE 29 N\ISB Llls: Capacitor @ | where applicable
@ = = 3= S I o uw I
g Z om = == ©z YYYY b _
o _<%_J g S © ¢ g% o BLOWER POWER PLUG
% <4< T =
w O o
)
g z <%—J T
% i <<
{%ﬁ = _<%
o BLU
T & E] ([ RED/WHITE
(&) J
= ® @
o 5
g8 &~ Q EVAPORATOR SECTION : CONDENSER SECTION :
o {ﬁiBLACKIWHITEﬁ e EEV  ELECTRONIC EXPANSION VALVE SPT  SUCTION PRESSURE TRANSDUCER
3] BLACK/WHITES Ae-: 006 (@)« STS  SUCTION TEMPERATURE SENSOR HPS  HIGH PRESSURE SWITCH
L FS  FREEZE SENSOR LPS  LOW PRESSURE SWITCH
OATH  OUTDOOR TEMP AND HUMIDITY SENSOR
ZE&%’ REDGS BLOWER SECTION : RAT  RETURN AIR TEMP SENSOR
BLACKAHITE DFS  DIRTY FILTER SWITCH
MAT  MIXED AIR TEMPERATURE
< SIFEEDBACK E CONTROL PANEL :
4] N/A VENT PLUG § 1 CCM  COMPRESSOR CONTROL MODULE Factory | Field | Optonal
N3 Y —WHTE— - - —— - - n s = H [] TEmINALBLOCK High Voltage -—
L 2|COM ——BLACKWHITE— - ﬁ e g S g Low Voltage
- - ™ < T -
1] + ——REDWHITE , - 3 2 = ECONOMIZER SECTION ;
DAMPER ACTUATOR S 2 3 g DS DAMPER SWITCH 0-1vDC |- - - —
MOTOR ( OPT)) — @

4207-110 E



