% y VUV st e e00% AL , ALZ 4}L3 For Vent Wiring or controller/thermostat connections,
T | | see literature packet or go to www.bardhvac.com
Blue l
I |
@ Brown ——— ~ Hi Voltage Field Connection ., CroundLug
Black/White b Hi Voltage Field Connection &
—{_Evaporaior Secfion _—— Hi Voltage Field Connection NOTE:
( ) = THIS IS LOCATED
Yellow.
Z{ éng%oor Blower - Black — ~ ) !’\IALI\JIEEER CONTROL
o Relay 108 e
Eg{é‘“‘"“““ 4 Yellow
%{é CoMH <NO N L Red A N w Compressor
S| S [ | (| Contactor
%"{éﬁlack/wmte o NC \ p Black/White YeIIow/Red— W @ ©
50 S o | Red 1 1 1
< — J—
@ @) N Z @ Transforme 107 @ w
Hover o ~ = wy | W @ @
m{é—Black ° T o D ke . (R) 480 Red / ( A} --—Black—-—- \
S o 3 o b N ] I
2 ﬁ_{ Blue % 00 @ et —tt-—- -—Black—--+%-o J
o { Red o — O_ ! ) I _/ % '( -
0 | @ O R — C/ @\ Yellow = Low Ambient Control (opt.)
|y m——i () (V) (©) — J 13 '
= é D:[DW i Phase Monitor N lack/White ~ @ i r < @/—\
S 'S S e — e
S 2 ‘ >_HH||“ Ground - Red oD R
C‘)E K2 ! @ Eyelet @
g Black- l Black J Yellow Efgg;(ig ' @ N Yellowl
iy - o ——— Blue |
) Red — (Opt) @Staglng
3L @_ . - Yellow/White 00 i o] & L5 JSadnon
T ! o o o] 3 Compressor
~-Black- - p=ro — -
i N N @ 113 ‘ ~ ' Outdoor Fan Capacitor
OHPC CCO
P_ ISR \
——————— ink—-—- -—- S i e OR  ALROY—4—-——
- ~ 1 Wellow/Black oy C — ]. )
| (| MINUTES (Compressor |
Control ! Brown
-£ 409 ' ee 2] g | Yellow
o%é @ @ @ L2 @cu , J' @ Black
| —Red---— g g o) _Fé '_FE_') 5 g l\__ - - - - - - - o Red
BIue/Whlte—--ﬁ 2 = 328 ¥ Pink
------- " = 5 S 5353 £883 S
- & T " m>>Oxoo m o
BIackANhlte—f’ i il i N Red “1 °THiPress.
Low®| 4 Pin NN NN N NY% N% 12 Pin Blue o Control
\éOHage 4 3] 2f 4 |Plug 12] 11] 10] 9/ 8 7] 6] 5] 4] 3] 2/ 1 | Pug é 7 N Blue
0X L T
Black/White (50) | purle - TJ
Q ~ % = o L Low Press.
%o%vp\\/at?gez § E g = 2 | o § E % / Yellow/White Control
Temnalsip & 2 oy | T £ 2 | S 222 | &gz E IFECONOMZERISINSTALLED o Yellow— | Ouidoo
ass m @ o @ A & o m @ o m emp
CONNECT HIGH SPEED @ Switch
4 Y3) (Y2 @ B/W @ R @ _____ I _ Opt.
£ 8 | 3 3 . £ = | ¢ £ COMPRESSOR TOWIRE . i Condenser Section
2 & 3 £ 5 2 = 2 2 2 £ = ire tucked in cable : —
% E Q 2 5 a 3 D™ 3 S % c%é FROM PIN #1 ON VENT duct when no OD switch  \yires Connect .ere Identification numbers
il g 2 i * | % = PLUGHARNESS (only use with LAC) | if Option Not |2 Bard use only
1% 12* 4 5 2 1 7* 11] 8 3* 9 6] | 12 Pin Vent Used Factory | Field | Optional
Option Plug .
4NN\ 7N, NN/, NS4 /1\ WARNING /1\ DANGER High Voltage o
""""""""""""""""""" O Y USE COPPER CONDUCTORS | [*ELECTRICAL SHOCK HAZARD
L ) /—NOTE JUMPER PLUG MUST BE INSTALLED ~ |ONLY SUITAE;%'; (F:OR ATLEAST *SDIIESRCVCIJCNINCEBCT POWER BEFORE | (Low Voltage | - +—-—-—114213-303 C

WHEN NO VENT OPTION IS INSTALLED



http://www.bardhvac.com

