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GENERAL

GENERAL INFORMATION

The ventilator should only be installed by a trained
heating and air conditioning technician. These
instructions serve as a guide to the technician installing
the ventilator package. They are not intended as a step
by step procedure with which the mechanically inclined
owner can install the package.

The ventilator housing is shipped in one carton which
contains the electrical harness, miscellaneous hardware
and installation instructions.

UNPACKING

Upon receipt of the equipment be sure to compare the
model number found on the shipping label with the
accessory identification information on the ordering and
shipping document to verify that the correct accessory
has been shipped.

Inspect the carton housing of each ventilator as it is
received, and before signing the freight bill, verify that
all items have been received and that there is no visible
damage. Note any shortages or damage on all copies of
the freight bill. The receiving party must contact the
last carrier immediately, preferably in writing,
requesting inspection by the carrier’s agent. Concealed
damage not discovered until after loading must be
reported to the carrier within 15 days of its receipt.

DESCRIPTION

The CRVS-5, CRVP-5 and CRVP-5L ventilators are
designed to be used with Bard 3% through 6 ton wall
mount series air conditioners and heat pumps. They are
electromechanical vent systems designed to provide
fresh air to meet indoor air quality standards.

MODELS:

When installed in the above-listed models, the CRV
provides built in exhaust provisions. When the damper
blade opens to bring fresh air in, the damper also opens
an exhaust relief. The exhaust air will flow into the
condenser section of the unit. The condenser fan will
help draw exhaust air out.

Manual 2100-458G
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INSTALLATION

— -
N 00 O N 00 O
< S O N
=== ===
)
=
EZ
WU
EG MWWHHHH MWWHHHH
NE(TTTRLIID|STBR2L
- UnWV SSS=NNOVN|IZTZT=Z2000O0N
|
J| 07
2" e
= L CCCICLC
888y | ggges
===== =====
| o) T} o)
- % o d
o > > S
O 4 o 4
= O o O
2w
2603 0
LE 52 AU 5 5%
= 55 =
22 EE T >2
25 =9 2| 28
a1 Q hm.taH
58 5% 2255
ka am — W%Cm
() - N S =
= 2 o0 2 a3
£E9 ¢ £ 8~ MO%O
2 o088 § 2l g*= < E
$¢nla.W - O > 0 =
O 825 5628 252
- S = 9 o5 = O @ C
— 55 &8 o0a& T 0 o¥
25 £ &2 = 85 €
< S L Yok cC 350>
- 2282 224y S 00K
- ER2§ = Q X © Q@
3 2w :
< 2% 28° Qwou
- o = m @ . o=z t€
O = o = = ®©
w <23 SEE 2532
— Q v = = c
aﬂcm S »n = c =L .=
O &9 £ 03 085G 3
=~ ntm T 399 Qn g O
N DES I E Oto €
= i

FIGURE 1
REMOVAL OF EXTERIOR PANELS
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3. Remove and save existing unit air filter and screws 4. Remove and discard the exhaust cover plate.
from front center grille. (See Figure 2.)

FIGURE 2
REMOVAL OF AIR FILTER AND EXHAUST COVER PLATE
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5. For Installation of Left Hand Units Only — Remove
strain relief in right side of CRVS. Unclip the (2)
wire ties holding the wire harness. Reroute wires to
left side of CRVS. Reinstall wire ties in left side
holes. Route wires through left side and reinstall
strain relief. (See Figure 3.)

6. Install ventilator by inserting the ventilator into the
unit to the far left side clearing the right filter
bracket. Once the ventilator is fully inserted, slide
the ventilator to the right until it is tight against the
back of the control panel. (See Figure 4.)

FIGURE 3
REROUTE WIRES FOR LEFT HAND CRVS-5 UNITS ONLY (CRVS SHOWN)

/%/////fLEFT FND

RE-CLIP WIRE TIE HERE
FOR LEFT HAND [NITS.

RIGHT END \

FOR LEFT HAND UNITS, REMOVE
STRAIN RELTEF & ROUTE WIRES
THROUGH LEFT END, REINSTALL
STRAIN RELTEF.

WIRED FOR RIGHT HAND LINTTS.
FOR LEFT HAND UNITS, UNCLIP
WIRE TIE.

° / RELAY

BASE

MIS-1334 B
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IMPORTANT: Position front lip of ventilator on 7. Open control panel to gain access to unit low
top of front grille and condenser partition. (See voltage terminal block.
Figure 4 inset.) This is important to ensure proper

drainage of any water entering damper assembly. 8. Route electrical harness leads through the 7/8"

bushing in control panel (Figure 4) into low voltage
box.

FIGURE 4
INSTALL VENTILATOR

A WHEN INSTALLING CRV
POSITION SO THAT
HOLE IN FRONT LIP IS
CENTERED OVER HOLE
IN CONDENSER GRILLE
10 INSERT A SELF
ORILLING SCREW.

r ROUTE THE CRV WIRES
THROUGH HOLE AND INTO
CONTROL PANEL.

RIGHT SIOE OF
CLASSROOM VENTILATOR

FIGURE 4 INSET
SIDE SECTION

CONDENSER PARTITION
SERVICE DOR

LIP OF CRv IS TO BE
BETWEEN THE CONDENSER
(RILLE AND SERVICE DOOR

NOTE: PLUG THE FOLR 125 DIA. HOLES
IN THE SERVICE DUOR WITH
THE CANCE CLIPS,

FRONT GRILL
MIS-426
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10.
11.

12.

13.

Connect leads with fork terminal to corresponding
points on unit terminal strip. (See Manual 2100-
507 for air conditioner connection diagrams; see
Manual 2100-516 for heat pump connection
diagrams.)

Close control panel cover.

Replace left filter support, filter and four (4) screws
in condenser grille.

Reinstall the blower access panel at top of unit and

secure with sheet metal screws.

Ventilator Checkout

A. Remove mist eliminator to allow access to
minimum position thumbwheel or blade stops.

B. Resupply power to unit.

C. Energize the evaporator blower by switching
thermostat to the manual fan position with
heat/cool in OFF position.

14.

15.

16.

17.
18.

D. Ventilator should open to the position set by
position adjustment thumbwheel on the CRVS,
or to the blade stops on the CRVP. On the
CRVS, cycle position adjustment thumbwheel
to full open through full close. Observe damper
blade operation throughout travel to assure free,
unobstructed movement. (See Figure 5.)

E. De-energize evaporator blower. Damper blade
should close.

G. This completes ventilator checkout.

Adjust damper blade for required ventilation
airflow. (See next section.)

Replace mist eliminator. Be sure it is installed with
the drain holes to the bottom.

Remove blank off plate or barometric fresh air
damper installed on service access door. Plug four
(4) mounting holes with the plastic plugs provided
with the ventilator.

Replace service access panel.

Ventilator is now ready for operation.
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FIGURE 5
CRV POSITION ADJUSTMENT

NOTE: POSITION ADJUSTMENT
THUMBWHEEL IS LOCATED
ON BACK OF MOTOR ABOVE
THE WIRING TERMINALS

CLASSROOOM VENTILATOR MOTOR POSITION ADJUSTMENT
ADJUSTMENT THUMBWHEEL
THUMBWHEEL
— A
ey bl
24VAC T-X v
MIN POSN, MIN
T-DFOR
x = Y
—_ oo
D ﬁpf""‘
T
it
: R
ADJUST FULL OPEN
POSITION WITH THUMBWHEEL
ROTATE UP TO OPEN
DOWN TO CLOSE BACK OF
° OCLoS ACTUATOR
MOTOR MIS-2188
BLADE ADJUSTMENT FOR DESIRED Determine on what speed the evaporator motor is
VENTILATOR AIR running.
The amount of ventilation air supplied by the Refer to the graphs on the following pages to determine
commercial room ventilator is dependent on five (5) the blade setting necessary to achieve the ventilation air
factors. required. With the blower energized, use the
1. Return air duct static pressure drop. thumbwheel on the CRVS-5, adjust blade to desired

Al

blade position. On the CRVP-5 and CRVP-5L, move
the blade stops on the sides of the CRVP to the desired
Indoor blower motor speed. blade position - making sure the stops are parallel side
Damper blade open position setting. to side.

Supply air duct static pressure drop.

Tightness or looseness of building envelope.
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COMMERCIAL ROOM VENTILATOR - ¢ Actuator motor — 24 volt, power open, spring return
W**A, W**H AND W**L SERIES with built in torque limiting switch.

* Provides up to 75 percent of outside air.

FEATURES

* One piece construction — easy to install with no COMMERCIAL ROOMVENTILATOR
mechanical linkage adjustment required. SEQUENCE OF OPERATION

* Exhaust air damper — built in with positive closed On a call for blower operation, CRV opens to a
position. Provides exhaust air capability to prevent position as set by minimum position potentiometer. See
pressurization of tight buildings. Figure 6.

FIGURE 6
CALL FOR BLOWER OPERATION

- SUPPLY AIR
>
CO0L ING —— B
willl
OAMPER —— D
BLADF
RETURN A IR
OUTSIDE AIR />< / EXHAUST AIR
—]
COND. AIR
<
CONDENSER —/ | _
COIL MIS-347
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A call for cooling cycles the compressor, and dampers
remain in the ventilation mode. On loss of blower
operation, CRV closes fully. See Figure 7.

FIGURE 7
CALL FOR COOLING OPERATION

- SUPRLY AIR
=
CO0LING — -
il
<
RETURN AIR
DANPER Q —
BLADE -
(OND. AIR
pm—
/
CONOENSER —/|L
ai -

MIS-348
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